Featured Application: The dynamic performance of the absorption chiller (AC) under different working conditions in this work is significant for the operation of the whole system, of which the stabilization can be affected by the AC transient process.
Introduction
With the speed-up of urbanization, the energy consumption of air conditioning and refrigeration keeps increasing continuously [1] . The vapor compression chiller is widely applied due to its attractive advantages, such as high efficiency, low costs, quick response time, etc. [2, 3] . But it usually consumes a significant quantity of high-grade electricity, and large-scale application can cause overload of electricity generation and transmission [4] . As a potential solution to the energy and environmental problems, the absorption chiller (AC), which is mainly driven by fossil fuel, renewable energy or low-grade waste heat, is being more and more popular [5, 6] . Moreover, AC has a competitive primary energy efficiency compared to electricity-driven chiller, and can adopt environmentally friendly working fluids, such as H 2 O-LiBr and NH 3 -H 2 O [7] .
A number of researchers have studied the steady-state performance of AC by both theoretical simulations [8] [9] [10] and experiments [11] [12] [13] [14] . However, the real-time operation of a commercial AC is governed by continuous transient processes, and the relaxation time required to achieve a new steady-state is rather long compared to the vapor compression chiller with a similar cooling capacity [15, 16] . What's more, the dynamic process of AC is essential for the adjustment of AC and the control of the whole system, of which the stabilization can be affected by the transient process.
Principle
The single-effect AC is shown in Figure 1 , with H 2 O-LiBr as the working fluid. The driving heat (point 13, 14) is supplied to the generator, desorbing the refrigerant vapor (point 1) from the solution. Then, the vapor becomes liquid (point 2) in the condenser, and the condensation heat is transferred to the cooling water (point 18, 19) . Subsequently, the refrigerant is throttled by the valve and reaches the evaporator (point 4). And then, it evaporates to extract heat from outside (point 15, 16) , producing a cooling effect. Finally, the refrigerant vapor arrives in the absorber (point 5) to complete an absorption process. In the meanwhile, the strong solution leaving the generator (point 10) passes through the economizer (point 11) and the throttle valve, also reaching the absorber (point 12). In the absorber, the strong solution becomes weak solution (point 7) by absorbing refrigerant vapor, and the cooling In the meanwhile, the strong solution leaving the generator (point 10) passes through the economizer (point 11) and the throttle valve, also reaching the absorber (point 12). In the absorber, the strong solution becomes weak solution (point 7) by absorbing refrigerant vapor, and the cooling water removes the released absorption heat (point 17, 18) . Thereafter, the pressure of the weak solution is increased by a pump (point 8) , and then its temperature rises in the economizer (point 9). With the weak solution returning to the generator, the next circulation repeats.
Modelling
The steady and dynamic models of the single-effect AC are built up on the basis of mass, species and energy conservation. The analyses are completed using the backward difference method and the Engineering Equation Solver (EES) software, which has been used by a lot of researchers for thermal modeling of absorption systems [28, 29] .
Assumptions
Some necessary assumptions used in the mathematical models are made as follows [15, 16, 26, 27 ]:
(1) There is no heat exchange between the components and the ambient; (2) The pressures in the generator and the absorber are equal to those in the condenser and the evaporator, respectively. (3) The solutions leaving the generator and the absorber, and the refrigerants at the outlet of the condenser and the evaporator are saturated; (4) The transport delays in the fluid cycles are neglected; (5) The enthalpies of the fluids at the inlet and outlet of the throttle valves are equal.
Mass and Species Conservation
The mathematical equations of the generator and the condenser are similar to those of the absorber and the evaporator, respectively. So the generator and the condenser are selected to present the detailed Appl. Sci. 2017, 7, 797 4 of 18 models, and all these equations can be extended to the absorber and the evaporator, given necessary adjustment for flow directions and fluid properties.
Generator
(1) In a transient process, the solution mass storage in the generator depends on the entering weak solution, leaving strong solution and the desorbed vapor refrigerant, as illustrated in Figure 1 . The mass conservation equation is:
where m w is the mass flow rate of the weak solution entering the generator (point 9), kg/s; m s is the mass flow rate of the strong solution leaving the generator (point 10), kg/s; m v,des is the mass flow rate of the refrigerant desorbed from the solution, kg/s; and M s,g is the solution storage mass in the generator, kg.
(2) The species conservation for the generator is:
where x w is the weak solution mass concentration (point 9); x s is the strong solution mass concentration (point 10). The properties of the fluids stored in the containers are assumed to be same as those of the leaving fluids [16, 26] .
(3) For the vapor in the generator, the mass conservation equation is:
where m v,out,g is the mass flow rate of the refrigerant leaving the generator (point 1), kg/s; and M v,g is the refrigerant vapor storage in the generator, kg. (4) The volume of the solution storage plus that of the vapor storage is the volume of the whole generator:
M s,g ρ 10
where ρ 10 and ρ 1 are the densities of the solution and the vapor stored in the generator, kg/m 3 ; and V g is the generator volume, m 3 .
(5) The volumetric flow rate of the weak solution (Vol w , point 7) conveyed by the pump is set as a constant, while the strong solution flow rate is determined by the pressure and the height difference between the generator and the absorber [16, 26] :
where Cd is the discharge coefficient; S g is the valve section area between the generator and the absorber, m 2 ; p g and p a are the pressures in the generator and the absorber, Pa; g is gravitational acceleration, m/s 2 ; H g is the vertical distance between the bottom of the generator and the solution inlet of the absorber, m; and ζ g is the resistance coefficient indicating the pressure losses in the valve and the pipes. where z g is the solution height inside the generator, which is calculated by:
where A g is the bottom area of the generator, m 2 .
Condenser
For the condenser, the principle is similar, but these equations are simpler, since there is only one species.
(1) Vapor storage equation:
where m l,c is the mass flow rate of the refrigerant condensed from the vapor in the condenser, kg/s; and M v,c is the refrigerant vapor storage in the condenser, kg.
(2) Liquid storage equation:
where m l,out,c is the mass flow rate of the refrigerant liquid leaving the condenser (point 2), kg/s; and M l,c is the refrigerant liquid storage in the condenser, kg.
The condenser is also filled with liquid and vapor:
where ρ 1 and ρ 2 separately are the densities of the vapor and the liquid stored in the condenser, kg/m 3 ; and V c is the condenser volume, m 3 . (4) The mass flow rate of the refrigerant liquid leaving the condenser is:
where S c is the valve section area between the condenser and the evaporator, m 2 ; H c is the vertical distance between the bottom of the condenser and the liquid inlet of the evaporator, m; and ζ c is the resistance coefficient used to reflect the pressure losses in the pipes between the condenser and the evaporator.
where z c is the liquid height inside the condenser, and calculated by:
where A c is the bottom area of the condenser, m 2 .
Energy Conservation

Generator
In the generator, outside heat source (point 13, 14) transfers the driving heat to the inside working fluids, as shown in Figure 2 . Since there are thermal storages like the heat exchanger, the container and the solution storage, the machine needs some relaxation time to achieve a new steady-state. Thus, the thermal capacities are taken into consideration in the model.
(1) External heat exchange occurs between the driving heat source (hot water) and the heat exchanger, which is assumed to have a uniform temperature [26] . Thus, the energy balance equations are:
LMTD ext,g = (
where Q g,ext is the external heat exchange rate in the generator, kW; Vol g is the volumetric flow rate of the hot water in point 13, m 3 /h; ρ wa,g . is the density of the hot water at its inlet temperature T 13 , kg/m 3 ; Cp wa is the specific heat of the hot water, kJ/(kg·K); T 13 is the generator inlet temperature, • C; T 14 is the generator outlet temperature, • C; UA ext,g is the product of the external heat transfer coefficient and external heat transfer area for the generator, kW/K; LMTD ext,g is the external logarithmic mean temperature difference, • C; and T hx,g is the uniform temperature of the heat exchanger in the generator, • C. (2) Internal heat exchange between the heat exchanger and the working fluids is:
where Qg,int is the internal heat exchange rate in the generator, kW; UAint,g is the product of the internal heat transfer coefficient and internal heat transfer area of the generator, kW/K; LMTDint,gi is the internal logarithmic mean temperature difference in the generator, °C.
The difference between Qg,ext and Qg,int represents the thermal energy stored in the body of the heat exchanger.
where MCphx,g is the product of the heat exchanger mass and its specific heat in the generator, kJ/K. (4) All the internal heat Qg,int is not used for the generation process; part of it is applied to raise the temperatures of the solution storage and container in the generator: (2) Internal heat exchange between the heat exchanger and the working fluids is:
where Q g,int is the internal heat exchange rate in the generator, kW; UA int,g is the product of the internal heat transfer coefficient and internal heat transfer area of the generator, kW/K; LMTD int,gi is the internal logarithmic mean temperature difference in the generator, • C.
The difference between Q g,ext and Q g,int represents the thermal energy stored in the body of the heat exchanger.
where MCp hx,g is the product of the heat exchanger mass and its specific heat in the generator, kJ/K.
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where MCp g is the thermal capacities of the solution storage and the container in the generator, kJ/K; MCp g,con is the product of the container mass and its specific heat in the generator, kJ/K. The desorbed vapor temperature T 1 equals to the saturation temperature associated with the weak solution entering the generator. It is between the weak solution temperature and the strong solution temperature, meaning the temperature that the refrigerant begins to be desorbed from the weak solution. The temperature of the container is set to be same with that of the solution storage [26] .
Condenser
For the condenser, the heat coming from the refrigerant condensation process is taken away by the cooling water (point 18, 19) , and there also exists thermal inertia, as depicted in Figure 3 .
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where MCpg is the thermal capacities of the solution storage and the container in the generator, kJ/K; MCpg,con is the product of the container mass and its specific heat in the generator, kJ/K. The desorbed vapor temperature T1 equals to the saturation temperature associated with the weak solution entering the generator. It is between the weak solution temperature and the strong solution temperature, meaning the temperature that the refrigerant begins to be desorbed from the weak solution. The temperature of the container is set to be same with that of the solution storage [26] .
For the condenser, the heat coming from the refrigerant condensation process is taken away by the cooling water (point 18, 19) , and there also exists thermal inertia, as depicted in Figure 3 . (1) The internal heat exchange between the working fluids and the heat exchanger is: (1) The internal heat exchange between the working fluids and the heat exchanger is:
where Q c,int is the internal heat exchange rate in the condenser, kW; MCp c is the thermal capacities of the refrigerant storage and the container in the condenser, kJ/K; MCp c,con is the product of the container mass and its specific heat in the condenser, kJ/K; UA int,c is the product of the internal heat transfer coefficient and internal heat transfer area in the condenser, kW/K; T hx,c is the uniform temperature of the heat exchanger in the condenser, • C. Because part of the condensation heat is not transferred to the outside, but stored by the refrigerant liquid storage and the container, the symbol of the last item in Equation (22) is minus.
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where Q c,ext is the external heat exchange rate in the condenser, kW; UA ext,c is the product of the external heat transfer coefficient and external heat transfer area in the condenser, kW/K; LMTD ext,g is the external logarithmic mean temperature difference in the condenser, • C; Vol c is the volumetric flow rate of the cooling water in point 18, m 3 /h; ρ wa,c is the density of the cooling water under its inlet temperature T 18 , kg/m 3 ; T 18 is the cooling water inlet temperature of the condenser, • C; T 19 is the cooling water outlet temperature of the condenser, • C. (3) The thermal energy stored on the body of the heat exchanger is:
where MCp hx,c is the product of the heat exchanger mass and its specific heat in the condenser, kJ/K. The thermal capacity in the economizer is ignored, and its product of the heat transfer coefficient and heat transfer area UA xs is assumed to be constant [16, 25, 26] .
Efficiency
The dynamic coefficient of performance (COP) is:
where Q e,ext is the external heat exchange rate in the evaporator, kW. These above formulas are for the dynamic model, but they can become the steady model when all differential items equal to zero. Some constant parameters required in these equations are shown in Table 1 . 
Validation of Model
To make sure that the model has sufficient accuracy, 7 groups of experimental data, including generator inlet temperature, cooling water inlet temperature and evaporator inlet temperature of Ref. [26] , are inputted into the model. Then the simulated results are compared with the data from Ref. [26] . The deviations are calculated by:
where Pa means calculated results with the present model, and Pa ref represents the parameters in Ref. [26] .
Comparative results are shown in Figure 4 , and the right vertical axis is the outlet temperature difference between the model and Ref. [26] . The deviations are small enough to prove the accuracy of the model. Although the validation is for the steady model, both the steady model and the dynamic model follow the mass and energy conservation, and the dynamic model can become the steady model when all differential items equal to zero. Therefore, this model can be used for further studies. 
Dynamic Performance Analysis
The following content concerns the dynamic performance of the absorption chiller under different working conditions, which is essential for the adjustment of AC and the stabilization of the whole system, which includes the AC. The steady-state judgment criterion is: 
where Qe,st is the cooling capacity on steady-state after the dynamic process, which is obtained from the steady model, kW; Qe,ext,i is the external heat exchange rate in the evaporator at time i, which is calculated with the dynamic model, kW. The dynamic process ends when the δQe,i is smaller than 0.2%, and the time interval i is called as relaxation time.
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Generator Inlet Temperature (Tgin)
Dynamic Response Process
To investigate the effects of the mass and thermal storage, a step change of 10 °C (from 90 °C to 100 °C) for Tgin appears at time 0, and then the dynamic response of the AC is observed and shown in Figure 5 . In the meanwhile, the cooling water inlet temperature Tcin and the evaporator inlet temperature Tein remain at 32 °C and 12 °C, respectively. At the beginning, the AC is on steady-state, but the generator inlet temperature Tgin increases by 10 °C steeply at time 0 in Figure 5a , resulting in gradually growing for both the generator outlet temperature and the strong solution temperature. So, the solution concentration difference in Figure  5d and the evaporated refrigerant mass flow rate me,v in Figure 5b become large. The strong solution mass flow rate decreases at first because of the increased refrigerant. However, the solution density becomes high with the rising concentration, so a slight inversion trend appears in the curve after 100 s in Figure 5b . The volumetric flow rate of the weak solution is constant, but its density also grows, thus the mass flow rate increases gradually.
In Figure 5c , all the external heat exchange rates of the condenser, the evaporator and the absorber keep rising as a consequence of more refrigerant production. And the temperature steep change is followed by a steep increase of the external generation heat Qg,ext,i due to the improved temperature difference in the generator. Accordingly, the COPi initially shows a sudden decrease in Figure 5d . Nevertheless, such a fall can be recovered progressively as long as the Qg,ext,i decreases and Qe,ext,i increases. Finally, all these parameters reach a new steady-state, and their values are almost coherent with what can be obtained from the steady-state model.
Different Step Change of Generator Inlet Temperature (ΔTgin)
The former analysis is just with one step change of Tgin, Figures 6-8 At the beginning, the AC is on steady-state, but the generator inlet temperature T gin increases by 10 • C steeply at time 0 in Figure 5a , resulting in gradually growing for both the generator outlet temperature and the strong solution temperature. So, the solution concentration difference in Figure 5d and the evaporated refrigerant mass flow rate m e,v in Figure 5b become large. The strong solution mass flow rate decreases at first because of the increased refrigerant. However, the solution density becomes high with the rising concentration, so a slight inversion trend appears in the curve after 100 s in Figure 5b . The volumetric flow rate of the weak solution is constant, but its density also grows, thus the mass flow rate increases gradually.
In Figure 5c , all the external heat exchange rates of the condenser, the evaporator and the absorber keep rising as a consequence of more refrigerant production. And the temperature steep change is followed by a steep increase of the external generation heat Q g,ext,i due to the improved temperature difference in the generator. Accordingly, the COP i initially shows a sudden decrease in Figure 5d . Nevertheless, such a fall can be recovered progressively as long as the Q g,ext,i decreases and Q e,ext,i increases. Finally, all these parameters reach a new steady-state, and their values are almost coherent with what can be obtained from the steady-state model.
Different Step Change of Generator Inlet Temperature (∆T gin )
The former analysis is just with one step change of T gin , Figures 6-8 In Figure 6 , the COP and the cooling capacity in steady-state becomes high when the generator inlet temperature increases, because the refrigerant mass flow rate in the cycle grows. Besides, the dynamic responses of the cooling capacities under different ΔTgin are demonstrated in Figure 7 , showing that the time reaching a new steady-state is later when ΔTgin is higher. When ΔTgin becomes from 5 °C to 15 °C, the time increases 11.11-35.42% compared with ΔTgin = 3 °C. According to Equation (31), this means the relaxation time is longer, since the relative increment of the cooing capacity ΔQe,g is larger, as shown in Figure 8 . And ΔQe,g is calculated with the data from 
where Qe,(90+ΔTgin) is the cooling capacity in steady-state when the generator inlet temperature is 90 + ΔTgin, kW; Qe,90 is the cooling capacity in steady-state when the generator inlet temperature is 90 °C, kW. In Figure 6 , the COP and the cooling capacity in steady-state becomes high when the generator inlet temperature increases, because the refrigerant mass flow rate in the cycle grows. Besides, the dynamic responses of the cooling capacities under different ∆T gin are demonstrated in Figure 7 , showing that the time reaching a new steady-state is later when ∆T gin is higher. When ∆T gin becomes from 5 • C to 15 • C, the time increases 11.11-35.42% compared with ∆T gin = 3 • C. According to Equation (31), this means the relaxation time is longer, since the relative increment of the cooing capacity ∆Q e,g is larger, as shown in Figure 8 . And ∆Q e,g is calculated with the data from Figure 6 :
Q e,90 · 100%
(32)
where Q e,(90+∆Tgin) is the cooling capacity in steady-state when the generator inlet temperature is 90 + ∆T gin , kW; Q e,90 is the cooling capacity in steady-state when the generator inlet temperature is 90 • C, kW. In Figure 6 , the COP and the cooling capacity in steady-state becomes high when the generator inlet temperature increases, because the refrigerant mass flow rate in the cycle grows. Besides, the dynamic responses of the cooling capacities under different ΔTgin are demonstrated in Figure 7 , showing that the time reaching a new steady-state is later when ΔTgin is higher. When ΔTgin becomes from 5 °C to 15 °C, the time increases 11.11-35.42% compared with ΔTgin = 3 °C. According to Equation (31), this means the relaxation time is longer, since the relative increment of the cooing capacity ΔQe,g is larger, as shown in Figure 8 . And ΔQe,g is calculated with the data from where Qe,(90+ΔTgin) is the cooling capacity in steady-state when the generator inlet temperature is 90 + ΔTgin, kW; Qe,90 is the cooling capacity in steady-state when the generator inlet temperature is 90 °C, kW. Figure 9 displays the effect of different Tcin on the COP when Tgin = 100 °C and on the cooling capacities when Tgin = 90 °C or 100 °C, the evaporator inlet temperature Tein is 18 °C. These values come from steady-state model. The rise of Tcin leads to the increase of the generation pressure and the absorption temperature, restraining the generation and absorption processes, thus the COP and cooling capacities decrease. When the generator inlet temperature always has a step change from 90 °C to 100 °C at time 0 and the evaporator inlet temperature Tein is 12 °C, Figure 10 shows the relaxation time and ΔQe under different Tcin. And the relative cooling capacity difference ΔQe is obtained with the data in Figure 9: ,100 ,90
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,90 where Qe,100 and Qe,90 are the cooling capacities in steady-state when Tgin = 100 °C and Tgin = 90 °C, respectively, kW. Although the cooling capacity in steady-state decreases with the increase of the Tcin, its relative variation ΔQe grows at the same time in Figure 10 . Thus, the absorption chiller needs more time to Figure 9 displays the effect of different T cin on the COP when T gin = 100 • C and on the cooling capacities when T gin = 90 • C or 100 • C, the evaporator inlet temperature T ein is 18 • C. These values come from steady-state model. The rise of T cin leads to the increase of the generation pressure and the absorption temperature, restraining the generation and absorption processes, thus the COP and cooling capacities decrease. Figure 9 displays the effect of different Tcin on the COP when Tgin = 100 °C and on the cooling capacities when Tgin = 90 °C or 100 °C, the evaporator inlet temperature Tein is 18 °C. These values come from steady-state model. The rise of Tcin leads to the increase of the generation pressure and the absorption temperature, restraining the generation and absorption processes, thus the COP and cooling capacities decrease. When the generator inlet temperature always has a step change from 90 °C to 100 °C at time 0 and the evaporator inlet temperature Tein is 12 °C, Figure 10 shows the relaxation time and ΔQe under different Tcin. And the relative cooling capacity difference ΔQe is obtained with the data in Figure 9: ,100 ,90
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Different Cooling Water Inlet Temperature (Tcin)
,90 where Qe,100 and Qe,90 are the cooling capacities in steady-state when Tgin = 100 °C and Tgin = 90 °C, respectively, kW. Although the cooling capacity in steady-state decreases with the increase of the Tcin, its relative variation ΔQe grows at the same time in Figure 10 . Thus, the absorption chiller needs more time to When the generator inlet temperature always has a step change from 90 • C to 100 • C at time 0 and the evaporator inlet temperature T ein is 12 • C, Figure 10 shows the relaxation time and ∆Q e under different T cin . And the relative cooling capacity difference ∆Q e is obtained with the data in Figure 9 :
∆Q e = Q e,100 − Q e,90 Q e,90 · 100%
where Q e,100 and Q e,90 are the cooling capacities in steady-state when T gin = 100 • C and T gin = 90 • C, respectively, kW.
Appl. Sci. 2017, 7, 797 15 of 20 achieve the next steady-state, the relaxation time increases by 5.65% when Tcin rises from 25 °C to 35 °C. Figure 11 displays the effect of different Tein on the COP when Tgin = 100 °C and on the cooling capacities when Tgin = 90 °C or 100 °C. The cooling water inlet temperature Tcin is 32 °C and the results are calculated by the steady-state model. Higher Tein is beneficial to the absorption process, so the COP and cooling capacities increase with the rise of Tein. Although the cooling capacity in steady-state decreases with the increase of the T cin , its relative variation ∆Q e grows at the same time in Figure 10 . Thus, the absorption chiller needs more time to achieve the next steady-state, the relaxation time increases by 5.65% when T cin rises from 25 • C to 35 • C. 
Different Evaporator Inlet Temperature (Tein)
Application Analysis
To further clarify the application of the models, a whole system is built up. The AC is applied in a process plant used for raw material storage, whose temperature must be lower than 21 °C, otherwise the raw materials can decompose. The plant cooling load is simply calculated by:
where UAload is the product of the heat transfer coefficient and heat transfer area of the process plant, and is set as 0.3697 kW/K; Tout is the outdoor air temperature, °C; and Tin is the indoor temperature, °C. And there is also thermal storage for the process plant:
where MCpload is the thermal capacity of the process plant, which is set to be 10 kJ/K. The outdoor temperature is 35 °C. The indoor temperature is 20 °C at the beginning, and the plant cooling load is 5.55 kW, but there will be some raw materials entering the process plant at a known time, which is expected to make the cooling load 1.4 kW higher. To meet the increased cooling demand, the AC cooling capacity is supposed to be increased accordingly. Based on Figure 7 , the generator inlet temperature can grow from 90 °C to 100 °C when the cooling water inlet temperature Tcin and the evaporator inlet temperature Tein are 32 °C and 12 °C, respectively. In this study, two control methods are calculated, and the variations of the AC cooling capacity, indoor temperature and the plant cooling load are displayed in Figure 13a ,b. Figure 13a is adjusting the AC when the raw materials enter the process plant at time 0. The cooling load steeply becomes higher than the AC cooling capacity, which grows slowly, so the indoor temperature increases as high as 22.3 °C. Meanwhile, the outdoor temperature does not change, thus the cooling load reduces gradually. When the cooling load is lower than the AC cooling capacity, the indoor temperature starts to decrease, and the cooling load rises again until it equals to the AC cooling capacity. Finally, the indoor temperature reaches a new steady-state around 20 °C.
Variations of the AC cooling capacity, the indoor temperature and the plant cooling load are displayed in Figure 13b when the AC is adjusted 366 s earlier before these raw materials arrive, and this is the relaxation time according to Figure 8 . The AC cooling capacity is higher than the plant cooling load after time 0, so the indoor temperature decreases, leading to the rise of the cooling load. When the time is 366 s, the cooling load has a 1.4 kW step change due to the new coming raw materials, as a consequence, the indoor temperature increases to near 20 °C, and then the plant cooling load 
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If the AC starts to be adjusted when the plant cooling load has a change, the indoor temperature can be higher than 21 • C in Figure 13a , while the indoor temperature cannot exceed the upper limit with early adjustment of AC. And in Figure 13b , the time starting to adjust can refer to the results in Part 4 when the working conditions are different. For example, the AC can start to change 354 s earlier when T cin = 25 • C and T ein = 12 • C. These two control methods may be too simple, however, they demonstrate that the dynamic performance is beneficial for the adjustment of AC and the control of the whole system, which the AC belongs to. Thus, the AC transient process should be considered when the control strategy is made in the real practices. decreases gradually until it becomes the same as the AC cooling capacity. In this dynamic process, the indoor temperature is always lower than 21 °C. If the AC starts to be adjusted when the plant cooling load has a change, the indoor temperature can be higher than 21 °C in Figure 13a , while the indoor temperature cannot exceed the upper limit with early adjustment of AC. And in Figure 13b , the time starting to adjust can refer to the results in Part 4 when the working conditions are different. For example, the AC can start to change 354 s earlier when Tcin = 25 °C and Tein = 12 °C. These two control methods may be too simple, however, they demonstrate that the dynamic performance is beneficial for the adjustment of AC and the control of the whole system, which the AC belongs to. Thus, the AC transient process should be considered when the control strategy is made in the real practices. 
Conclusions
Previous studies lack the dynamic performance of the absorption chiller (AC) under different working conditions, but it is significant for the operation of the whole system, of which the stabilization can be affected by the AC transient process. The steady-state and dynamic mathematical models of a single-effect absorption chiller are established in the present work, using the working fluids are H 2 O-LiBr. The dynamic model is applied to demonstrate the transient response to a 10 • C step change of the generator inlet temperature. Besides, the dynamic performance analyses are completed under different generator inlet temperatures, cooling water inlet temperatures and evaporator inlet temperatures. Furthermore, a whole system using AC in a process plant is analyzed. As a consequence, some conclusions can be drawn: 
